
ORDINANCE 1 2 4
CITY COUNCIL
CITY AND COUNTY OF HONOLULU

HONOLULU HAWAII BILL __________________

A BILL FOR AN ORDINANCE

RELATING TO THE ADOPTION OF THE STATE FIRE CODE.

BE IT ORDAINED by the Peopleof the City andCounty of Honolulu:

SECTION1. Purpose. Thepurposeof this ordinanceis to adoptthe StateFire
Codeasadoptedby theStateof Hawaii (State)on January1, 2010, subjectto certain
amendmentswhich shallapplyto the City.

SECTION2. Chapter20, Article 1, RevisedOrdinancesof Honolulu 1990
(“Adoption of StateFireCode”), is repealed.

SECTION3. Chapter20, RevisedOrdinancesof Honolulu 1990, is amendedby
addinga newArticle 1 to readasfollows:

“Article 1. Adoption of the State Fire Code

Sec. 20-ti Fire Code of the City and County of Honolulu.

The StateFire Code,asadoptedby theStateon January1, 2010, pursuantto
Chapter132 of the Hawaii RevisedStatutes(HRS), which adopts,with modifications,
the 2006 NFPA 1: Uniform Fire Code(UFC), publishedandcopyrightedby the National
Fire ProtectionAssociation(NFPA), is by referenceincorporatedin this chapterand
madea part hereof,subjectto thefollowing amendmentswhich, unlessstated
otherwise,arestatedin theform of amendmentsto the UFC:

(1) AmendingSection1.1.2. Section1.1.2 is amendedto read:

tl.2 Title. This codeshall be known andcited asthe“Fire Codeof the

City andCountyof Honolulu” andwill be referredto hereinas“this code.”

(2) AmendingSection1.10. Section1.10 is amendedto read:

1.10 Board of Appeals. SeeChapter16 (Building Code),Article 1,

ROH.

(3) AmendingSection1.12.20. Section1.12.20is amendedto read:

1.12.20 Permits, Licenses, and Fees. A permit or licenseshall be
obtainedfrom the Honolulu Fire Department’s(HFD) Fire Prevention
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Bureauor designatedagencyprior to engagingin thefollowing activities,
operations,practices,or functions:

1. Placesof Assembly. To operatea placeof assembly.For permit
requirements,seeSection20.1.1.

Annual PermitFee: $200

2. Tentsand Canopies.For permit requirements,seeSection25.2.

PermitFee: $200

3. Application of FlammableFinishes. For permitrequirements,see
Section43.1.

Annual PermitFee: $200

4. FlammableandCombustibleLiquid Tank Installation. For permit
requirements,seeSection66.1.5.

One-timePermitFee:

$150 for a tankcapacityof 61 to 4,999gallons
$200 for a tankcapacityof 5,000gallonsor greater

5. Liquefied PetroleumGas(LPG) Container(Tank) Installation. For

permit requirements,refer to Section69.1.2.

One-timePermitFee:

$200for a single containeror theaggregateof
interconnectedcontainersof 125-gallonwatercapacityor
more

6. Licensesto inspect,test,and maintainthefollowing fire protection
systems:

Water-basedsystems.Three-yearlicensefee: $100
Nonwater-basedsystems.Three-yearlicensefee: $100
Portablefire extinguishers.Three-yearlicensefee: $100
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7. Fireworks. For permitsandlicenserequirements,seeChapter20,
Article 6, ROH.

8. AutomaticFire ExtinguishingSystemsfor CommercialCooking
Equipment. For permit requirements,seeSection50.4.3.3.

One-timePermitFee: $100

9. Fire Alarm SystemsAcceptanceTest. Permitfeesareasfollows:

1-100devicesor appliances:

Initial Fee: $100
RetestFee: $100

101-250devicesor appliances:

Initial Fee: $250
RetestFee: $250

More than250devicesor appliances:

Initial Fee: $500

RetestFee: $500

10. Fire PlansReviewFee

a. When plansor otherspecificationsaresubmittedto thefire
departmentperthe Building Code,a plan reviewfeeshall be
paid at thetime of submittal. Thefeescollectedarehereby
deemedappropriatedupon receiptand maybe expendedfor
fire preventionactivitiesrelating to public education,fire
investigations,planschecking,permit processing,fire
inspections,certifications,andtraining.

b. The Fire PlansReviewRevolving Fundis establishedand
createdherewithasa repositoryfor suchfees. The fire
plansreviewfeeshall be ten (10) percentof the building
permitfee, but notmorethan$2,500,payableto the City
prior to the issuanceof the building permit.
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A BILL FOR AN ORDINANCE

11. FireworksPublic Display InspectionFee. Forpermit requirements,

seeSection20-6.12.

InspectionFee: $200

(4) AmendingSection1.16.4. Section1.16.4is amendedto read:

1.16.4 Citations. Any person,firm, or corporationwhofails to comply
with theprovisionsof thiscodeor carry out an ordermadepursuantto this
codeor violatesanycondition attachedto a permit, approval,or certificate,
shall be deemedguilty of a misdemeanor.

(5) AmendingSection1.16.5. Section 1.16.5is amendedto read:

t16.5 Failure to Comply. Eachpersonshall bedeemedguilty of a
separateoffensefor eachandeverydayor portion thereofduringwhich
anyviolation of anyprovisionsof this codeis committed,continued,or
permitted. Upon convictionof anysuchviolation, suchpersonshall be
punishedby afine of notmorethan$1,000or imprisonmentof not more
thanoneyearor both suchfine andimprisonment.

(6) AmendingSection10.11.1. Section 10.11.1 is amendedto read:

10.11.1 Open Burning Fires. Openburningshall beconductedin
accordancewith thissectionandmaybe prohibitedwhenthe authority
havingjurisdiction (AHJ) determinessuchfires area hazard.

10.11.1.1 Compliance. Openburningshallcomply with the following:

1. Firesfor Cooking Food. Personsresponsiblefor suchfires not
containedwithin an appliance,suchasan imu, shall notify the
HFD’s FireCommunicationCenter(FCC) 15 minutesprior to
lighting suchfires.

2. Firesfor Recreational,Decorative,or CeremonialPurposes.
Obtainwritten permissionfrom the propertyowner. Submita letter
to theAHJ for approvalat least14 daysprior to theevent,noting
thedate,time, andlocationof thefire. Personsresponsibleshall
notify the HFD’s FCC 15 minutesprior to lighting suchfires.
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3. Fires to Abatea Fire Hazard. Obtain written permissionfrom the
propertyowner. Submita letter to theAHJ for approvalat least14
daysprior to theevent,noting thedate,time, andlocationof the
fire. Personsresponsibleshall notify the HFD’s FCC 15 minutes
prior to lighting suchfires.

4. Fires for Preventionor Control of Diseaseor Pests.Obtain written
permissionfrom the propertyowner. Submita letterto theAHJ for
approvalat least14 daysprior to theevent,noting thedate,time,
and locationof thefire. Personsresponsibleshall notify the HFD’s
FCC 15 minutesprior to lighting suchfires.

5. Firesfor Training of Fire Fighting Personnel.Firesfor thetraining
of fire fighting personnelshall be in accordancewith NFPA 1403
and conductedonly with theAHJ’s approval. Personsresponsible
shall notify the HFD’s FCC 15 minutesprior to lighting suchfires.

6. Fires for Disposalof DangerousMaterials. Submita letter to the
AHJ for approvalat least14 daysprior to theevent,noting thedate,
time, andlocationof thefire. Personsresponsibleshall notify the
HFD’s FCC 15 minutesprior to lighting suchfires.

7. Firesfor ResidentialBathing Purposes.Notify the HFD’s FCC at
least15 minutesprior to lighting suchfires.

10.11.1.2 Responsibility. Firesfor openburningallowed under
Section1 0.11.1 shall be the responsibilityof thepersonigniting and
maintainingthefire.

10.11.1.3 Incinerators. Privateincineration is prohibited by State
healthlaws.

EXCEPTION: Closedincineratorsapprovedby theState
Departmentof Health (DOH) shallbe in accordancewith NFPA 82.

10.11.1.4 Agricultural Fires. Clearanceby the StateDOH and
notification of all agriculturalfires eitherby telephoneor written
notice shallbe on file with theAHJ beforesuchfires arepermitted.

(7) AmendingSection10.11.9. Section10.11.9is amendedby addingSubsection
10.11.9.1to read:
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10.11.9.1 Extinguishment. If smokeandodorsbecomeanuisanceto
neighboringpropertytenants,thefire shallbe immediatelyextinguished.

(8) AmendingSection10.14.10. Section10.14.10is amendedby addingSubsection
10.14.10.4to read:

10.14.10.4 Clearance of Brush or Vegetative Growth from Structures.
Personsowning, leasing,controlling, operating,or maintainingbuildingsor
structuresin, upon,or adjoining hazardousfire areasand personsowning,
leasing,or controlling land adjacentto suchbuildingsorstructuresshall at
all times:

1. Maintainan effective firebreakby removingandclearingflammable
vegetationandcombustiblegrowth from areaswithin 30 feetof
suchbuildings or structures.

EXCEPTION: Single specimensof trees,ornamentalshrubbery,or
similar plants usedasgroundcovers,providedthey do not form a
meansof rapidly transmittingfire from thenativegrowthto any
structure.

2. Maintain additionalfire protectionor firebreakby removingbrush,
flammablevegetation,andcombustiblegrowth locatedfrom 30 to
1 00 feetfrom suchbuildingsor structureswhen requiredby the
AHJ becauseof hazardousconditionscausinga firebreakof only
30 feet,which is insufficientto provide reasonablefire safety.

EXCEPTION: Grassand othervegetationlocatedmorethan30
feetfrom buildingsor structuresandlessthan 18 inchesin height
abovethegroundneednot be removedwherenecessaryto
stabilizethesoil andpreventerosion.

3. Removeportionsof treeswhichextendwithin ten feetof a
chimney’soutlet.

4. Maintaintreesadjacentto or overhanginga building freeof
deadwood.

5. Maintainthestructure’sroof free of leaves,needles,or otherdead
vegetativegrowth.
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(9) AmendingSection13.1.2. Section13.1.2is amendedby adding Subsections
13.1.2.1,13.1.2.2,andl3.1.2.3toread:

13.1.2.1 Licenses. The following licensesto conductinspections,
testing,andmaintenanceshall be issuedby theAHJ and arevalid for
threeyears:

a. AutomaticFire ExtinguishingSystems

b. ClassI

c. ClassII

d. ClassIII

e. CombinedSystems

f. PortableFire Extinguishers

EXCEPTION: Unless said licenseis suspendedor revokedby theAHJ.

a. Personnelconductingthe inspection,testing,andmaintenance
shall be qualifiedand experiencedin inspection,testing,and
maintenancefor thespecifictype of systemprior to conducting
inspections,testing,andmaintenancefor thespecific typeof
system.

b. Proceduresto be followed in accomplishingthetestand
inspectionsrequiredby Section13.1.2.1shall be in accordance
with theappropriateNFPA standardand aspromulgatedby the
AHJ in rulesadoptedpursuantto this codeandChapter91, HRS.
Proceduresto befollowed in the issuance,suspension,or
revocationfor causeof licensesshall beaspromulgatedby the
AHJ in rulesadoptedpursuantto this codeandChapter91, HRS.

13.1.2.2 Halon and Clean Agent Systems. Condition of acceptanceof
halonandclean agentsystemsshall be satisfactorypassageof a final
approvalof an installationtest in accordancewith nationally-recognized
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standardsandthemanufacturer’sinstructionsprior to final acceptanceof
thesystem. The testshall bewitnessedby theAHJ.

13.1.2.3 Nonwater-based Fire Extinguishing Systems. Upon
completionof the installationof a nonwater-basedfire extinguishing
systemthat is requiredby this code,a satisfactoryfinal approvalof the
installationtestof thesystemshall bemadein accordancewith nationally-
recognizedstandardsandthemanufacturer’sinstructions.Nonwater-
basedsystemsinclude,but arenot limited to, dry chemicalandcarbon
dioxide extinguishingsystems.Thetest shall bewitnessedby theAHJ.

(10) AmendingSection13.1.3. Section13.1.3is amendedby addingthefollowing
sentenceto read:

A minimum three-footclearanceshall bemaintainedaroundthe
circumferenceof thefire hydrant,exceptasotherwiserequiredor
approvedby theAHJ.

(11) AmendingSection13.1.4. Section13.1.4is amendedby addingthefollowing
sentenceto read:

A minimum three-footclearanceshall bemaintainedaroundthe
circumferenceof thefire protectionequipment,inlet connections,and
control valves,exceptasotherwiserequiredor approvedby theAHJ.

(12) AmendingSection13.3.2.18.1 Section13.3.2.18.1is amendedto read:

When requiredby thecountybuilding code,all new one-andtwo-family
dwellingsshall be protectedthroughoutby an approvedautomatic
sprinklersystemin accordancewith 13.3.2.18.2. [101:24.3.5.1]

(13) AmendingSection13.7.2.1. Section13.7.2.1 is amendedby addingitem 3 to
read:

(3) When approvedby theAHJ, themanualfire alarmboxesmay not
be requiredfor fire alarm systemsin buildingsprotectedthroughout
by smokedetectorsandan approvedautomaticsprinklersystem,
which is providedwith an approvedinitiation devicethatwill operate
when the flow of wateris equalto or greaterthanthat of a single
automaticsprinkler.
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(14) AmendingSection13.7.2.2. Section13.7.2.2is amendedby adding item 4 to
read:

(4) When approvedby theAHJ, themanualfire alarm boxesmay not
be requiredfor fire alarmsystemsin buildingsprotectedthroughout
by smokedetectorsand an approvedautomaticsprinklersystem,
which is providedwith an approvedinitiation devicethatwill operate
when theflow of water is equalto or greaterthan thatof a single
automaticsprinkler.

(15) AmendingSection13.7.3.2. Section13.7.3.2is amendedby adding Subsection
13.7.3.2.8to read:

13.7.3.2.8 FireAlarm System Testing. A tag shallbe placedon thefire
alarm panelwhen testedin accordancewith Section13.7.3.2. Information
on thetagshall includethedateof testing,testingcompanyandcontact
information,technicianperformingthe test,andsatisfactorytestingresult.

(16) AmendingSection18.2.3.2.2.1.Section18.2.3.2.2.1is amendedto read:

18.2.3.2.2.1 Automatic Sprinkler Systems. When buildings are
protectedthroughoutwith an approvedautomaticsprinklersystemthat is
installed in accordancewith NFPA 13, NFPA 13D, or NFPA 13R,an
increasein distancein Section18.2.3.2.2shall bepermittedassetforth by
theAHJ.

(17) AmendingSection18.2.3.2. Section18.2.3.2is amendedby addingSubsection
18.2.3.2.3to read:

18.2.3.2.3 Access for High-Piled Storage. When high—piled storage
areasexceed12,000squarefeet, oneor more accessdoorsshall be
providedin each1 00 lineal feet,or majorfractionthereof, of theexterior
walls which face requiredaccessroadways. Requiredaccessdoorsshall
be a minimum of threefeetwide andsix feeteight incheshigh. Roll-up
doorsshall not be allowed asaccessdoors, unlessapprovedby theAHJ.
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(18) AmendingSection18.3.5. Section 18.3.5is amendedby addingthefollowing
sentenceto read:

Acceptancetestrecordsshall be madeavailablefor inspectionby the
AHJ.

(19) AmendingSection20.1.1.1. Section20.1.1.1 is amendedto read:

20.1.1.1 Permits and Plans. A permit is required for placesof assembly
with an occupantload capacityof 300 or morepersons,suchas
restaurants,nightclubs,anddancingand drinking establishments.The
permitshall bepostedin a conspicuouslocationon thepremises.

At the time of applying for a permit, theapplicantshall submitto theAHJ
two copies of the establishment’s floor plan indicating the square footage
(gross),seatingarrangements(if morethanoneseatingconfigurationis
usedby theestablishment),occupancyload,aislewidths, exitsand
accesswaysto exits, andcompliancewith otherfire coderequirementsin
accordancewith Chapter20 of thiscode. SeealsoamendedSection
1.12.20.

(20) AmendingSection43.1.1.4. Section43.1.1.4is amendedto read:

43.1.1.4 Permits and Plans. A permit is requiredfor sprayingor dipping
operationsutilizing flammableor combustibleliquids or theapplicationof
combustiblepowdersregulatedby Chapter43 of thiscode.

At the time of applyingfor a permit, theapplicantshall submitto theAHJ
two copiesof thesprayingor dipping installationplan with distancesfrom
thestorageof flammableor combustibleliquids. The plan shall indicate
the locationof exitsfrom thesprayingor dipping area,an approvedfixed
extinguishingsysteminstalled in thepermittedarea,andotherfire code
requirementsin accordancewith Chapter43 of this code. Seealso
amendedSection1.12.20.
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(21) Amending Section 25.1.2. Section 25.1.2 is amended by adding Subsection
25.1.2.1 to read:

25.1.2.1 Tents and Canopies. A permitis requiredto erector operatea
tent or canopyhaving anareain excessof 2,100squarefeet. At thetime
of application,two copiesof theplot planshall be submittedto theAHJ
indicating distancesto propertylines, buildings, othertentsandcanopies,
parkedvehicles,or internalcombustionengines.Referto amended
Section1.12.20.

EXCEPTION: Permitsare not requiredfor private partieson private
property.

(22) AmendingSection50.4.3. Section50.4.3is amendedby adding Subsection
50.4.3.3to read:

50.4.3.3 Acceptance Tests. Prior to commencinginitial cooking
operations,a satisfactoryairacceptancetestof thesystemshall bemade
in accordancewith themanufacturer’sinstructions.Theacceptancetest
shall beof an approvedmethodandwitnessedby theAHJ.

(23) Amendingsection65.1.4. Section65.1.4is amendedto read:

65.1.4 Importation,storage,possession,sale,purchase,transfer,public
displaysanddischargeoffireworks, shall be in accordancewith chapter
132D, HRS, andapplicablecountylaws andrules.

(24) Amendingsection65.2.1. Section65.2.1 is amendedto read:

65.2.1 The construction,handling,and useof fireworks intendedsolely for
outdoordisplayaswell asthegeneralconductandoperationof the
displayshall comply with the requirementsof NFPA 1123,Code for
Fireworks Display and applicable county laws andrules.

(25) Amendingsection65.2.2. Section65.2.2is amendedto read:

65.2.2 All storageof displayfireworks shallcomply with NFPA 1124,
Code for the Manufacture, Transportation, Storage, and Retail Sales of
Fireworks and Pyrotechnic Articles and applicable countylaws and rules.

11
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(26) Amendingsection65.2.3. Section 65.2.3is amendedto read:

65.2.3 Permits. Permits,whererequired,shall comply with Section 1.12

and applicablecounty laws and rules.

(27) Amendingsection65.3.1. Section 65.3.1 is amendedto read:

65.3.1 Theuseof pyrotechnicspecialeffectsin the performingartsin
conjunctionwith theatrical,musical,or any similarproductionsbeforea
proximateaudience,performers,or supportpersonnelshallcomply with
NFPA 1126, Standard for the Use of Pyrotechnics before a Proximate•
Audience andapplicablecountylaws and rules.

(28) Amendingsection65.3.2. Section65.3.2is amendedto read:

65.3.2 Where anyof thefollowing conditionsexist, theyshall complywith
NFPA 1126andapplicablecounty laws andrules:

(1) Any indoordisplayof pyrotechnicspecialeffects

(2) Any outdooruseof pyrotechnicspecialeffectsatdistancesless
thanthoserequiredby NFPA 1123

(3) The useof pyrotechnicspecialeffectsduring anyvideotaping,
audiotaping,or filming of any television,radio,or movie production
if suchproductionis beforea proximateaudience

(4) The rehearsalof any productionin which pyrotechnicspecial
effectsareused

(29) Amendingsection65.3.3. Section65.3.3is amendedto read:

65.3.3 Permits. Permits,whererequired,shall complywith Section1.12
andapplicablecountylaws andrules.

(30) Amendingsection65.5.1. Section65.5.1 is amendedto read:

65.5.1 The manufacture,transportation,or storageof fireworksshall

comply with NFPA 1124 andapplicablecounty lawsandrules.
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(31) Amendingsection65.5.2. Section65.5.2is amendedto read:

65.5.2 Permits. Permits,whererequired,shall comply with Section
1.12and applicablecountylaws and rules.

(32) Amendingsection65.11.1.1. Section65.11.1 is amendedto read:

65.11.1.1* General Requirements. Retail salesof consumerfireworksin
both newandexisting buildings, structures,andfacilities shall comply with
the requirementsof thissection,unlessotherwiseindicated,and
applicablecounty laws and rules. [1124:7.1.1]

(33) Amendingsection65.11.2.1. Section65.11.2.1is amendedto read:

65.11 .2.1 Retail salesof consumerfireworks, including their related
storageanddisplayfor saleof suchfireworks, shall be in accordancewith
this Code andapplicablecountylaws and rules. [1124:7.2.1]

(34) Amendingsection65.11.2.2. Section65.11.2.2is amendedto read:

65.11.2.2* Retail salesof consumerfireworks shall be limited to
mercantileoccupanciesdefined in Section20.12and NFPA 101 and
permittedor licensedundertheapplicablecounty laws andrules.
[1124:7.2.2]

(35) Amendingsection65.11.2.7. Section65.11.2.7is amendedto read:

65.11.2.7 The retail salesof fireworksthatdo not comply with the
regulationsof the U.S. ConsumerProductSafetyCommissionassetforth
in 16 CFR 1500 and 1507,the regulationsof the U.S. Departmentof
Transportationassetforth in 49 CFR 100to 178 andapplicablecounty
lawsand rules, including their relatedstorageanddisplayfor sale,shallbe
prohibited. [1124:7.2.7]

(36) AmendingSection66.1.5. Section66.1.5 is amendedby addingSubsection
66.1.5.1to read:

66.1.5.1 Permits and Plans. A permitis requiredto install or operate
equipmentin connectionwith thestorage,handling,use,or saleof
flammableor combustibleliquids regulatedunderChapter66 of this code.
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At the time of application,two copiesof theplot andcross-sectionalplans
indicating distancesfrom propertylines, buildings, otherfuel tankslocated
on the premises,dispensers,emergencyelectricalshutoff, vent linesand
diameter,piping, locationof fire extinguisher,andnecessarysignageand
placardsshall besubmittedto theAHJ.

Tank installationswithin thejurisdiction of the City shallbe approvedby
theDepartmentof PlanningandPermitting’s (DPP)Zoning Division prior
to submittingan applicationfor theHFD’s FlammableandCombustible
Liquid Tank InstallationPermit. For installationsin Stateconservation-
zonedareas,tank installationsshall bereviewedand approvedby the
StateDepartmentof Land andNatural Resources(DLNR). Referto
amendedSection1.12.20.

(37) AmendingSection66.5.2. Section66.5.2is amendedby addingSubsection
66.5.2.3to read:

66.5.2.3 Permits. No fuel suppliershall fill or causeto be filled, an
unpermittedstoragetank. It is thesupplier’s responsibilityto requestand
be presentedwith acopyof theapprovedpermitissuedby theAHJ.

(38) AmendingSection69.1.1.3. Section69.1.1.3is amendedby addingSubsection
69.1.1.3.1to read:

69.1.1.3.1 Records. Installers shall maintaina recordof installationsfor
permits not requiredby Section1.12.20,andsuchrecordshall be
availablefor inspectionby theAHJ.

EXCEPTION: Installationof gas-burningappliancesand replacementof
portablecylinders.

(39) AmendingSection69.1.2. Section69.1.2is amendedby addingSubsection
69.1.2.1to read:

69.1 .2.1 Permits and Plans. A permit is requiredto install ordispense
LPG or to maintain an LPG container(tank).

EXCEPTION: A permit is not requiredto install or maintaina portable
containeror theaggregateof interconnectedcontainersof lessthana
125-gallonwatercapacity.

14
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Permitsshall not betransferableandany changein use,occupancy,
operation,ownership,vendor,or capacityshall requirea new permit.
Distributorsshall notfill an LPG containerfor which a permit is required,
unlessapermitfor installationhasbeenissuedfor that locationby the
AHJ.

Whereasingle containeror theaggregateof interconnectedcontainersis
of a 125-gallonwatercapacityor more,the installershall submitplansto
theAHJ.

LPG installationsrequiringa permitshall havethepermit on siteand
availablefor inspectionby theAHJ.

At the time of applicationfor a permit, the installershallsubmitto theAHJ
two copiesof the plot andcross-sectionalplans indicating distancesfrom
propertylines, buildings,otherfuel tanks locatedon thepremises,
dispensers,emergencyelectricalshutoff, vent lines anddiameterpiping,
location of fire extinguisher(s),andnecessarysignageand placards.

Containerinstallationswithin thejurisdiction of the City shall be approved
by the DPP’sZoning Division prior to submittingan applicationfor the
HFD’s LPG Tank InstallationPermit. For installationsin State
preservation-zonedareas,containerinstallationsshall be reviewedby the
StateDLNR. Referto amendedSection1.12.20.

(40) AmendingSection69.4.2.2. Section69.4.2.2is amendedby addingSubsection
69.4.2.2.14to read:

69.4.2.2.14Storage Tanks. No fuel suppliershall fill or causeto be filled
an unpermittedstoragetank. It is the supplier’sresponsibilityto request
andbe presentedwith a copyof theapprovedpermit issuedby theAHJ.”
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SECTION4. This ordinanceshall takeeffect upon its approval.

DATE OF INTRODUCTION:

INTRODUCED BY:

ErnestMartin (BR)

October24,2011
Honolulu, Hawaii

APPROVEDAS TO FORM AND LEGALITY:

De uty CorporationCounse

APPROVEDthis _____ dayof 14OA~1

PETE’R B. CM~LISLE,Mayor
City and Countyof Honolulu

16

Councilmembers

.,201~.
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ORDINANCE 1 2—4 BILL56(2011),CDI

Introduced: 10/24/11 By: ERNEST MARTIN (BR) Committee: SAFETY, ECONOMIC
DEVELOPMENT AND
GOVERNMENT AFFAIRS

Title: A BILL FOR AN ORDINANCE RELATING TO THE ADOPTION OF THE STATE FIRE CODE.

Links: BILL 56 (2011)
BILL 56(2011’),CDI
CR-I (2012)
CR-44(2012)

Voting Legend: Y~Aye, Y~= Aye w/Reservations, N = No, A Absent, ABN = Abstain

COUNCIL 11/02/11 BILL PASSED FIRST READING AND WAS REFERRED TO COMMITTEE ON SAFETY,
ECONOMIC DEVELOPMENT AND GOVERNMENT AFFAIRS.

ANDERSON Y BERG Y CACHOLA Y CHANG Y GABBARD Y

GARCIA Y HARIMOTO Y KOBAYASHI Y MARTIN Y

SAFETY, 11/15/11 BILL DEFERRED IN COMMITTEE.
ECONOMIC
DEVELOPMENT
AND
GOVERNMENT
AFFAIRS

SAFETY, 01/10/12 CR-1(12) — BILL REPORTED OUT OF COMMITTEE FOR PASSAGE ON SECOND
ECONOMIC READING AS AMENDED IN CD1 FORM AND SCHEDULING OF A PUBLIC HEARING.
DEVELOPMENT
AND
GOVERNMENT
AFFAIRS

PUBLISH 01/14/12 PUBLIC HEARING NOTICE PUBLISHED IN THE HONOLULU STAR-ADVERTISER.

COUNCIL/PUBLIC 01/25/12 CR-1(12) ADOPTED. BILL PASSED SECOND READING AS AMENDED, PUBLIC
HEARING HEARING CLOSED AND REFERRED TO COMMITTEE ON SAFETY, ECONOMIC

DEVELOPMENT AND GOVERNMENT AFFAIRS.

ANDERSON Y BERG Y CACHOLA Y CHANG Y GABBARD Y

GARCIA A HARIMOTO Y KOBAYASHI Y MARTIN Y

PUBLISH 02/02/12 SECOND READING NOTICE PUBLISHED IN THE HONOLULU STAR-ADVERTISER.

SAFETY, 02/07/12 CR-44(12) — BILL REPORTED OUT OF COMMITTEE FOR PASSAGE ON THIRD
ECONOMIC READING.
DEVELOPMENT
AND
GOVERNMENT
AFFAIRS
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COUNCIL 02/15/12 CR-44(12)ADOPTED AND BILLS 6(2011), CD1 PASSE D THIRD READING.

ANDERSON Y BERG Y CACHOLA Y CHANG Y GABBARD Y

GARCIA Y HARIMOTO Y KOBAYASHI Y MARTIN Y

I hereby certify that the above is a true record of action by the Council of the City and

BERNICE K. N. MAu, CITY CLERK AND ~
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